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PLAN NOTES: (SYMBOL = *)

1. RELIEF AIR FANS PROVIDED BY PACKAGED UNIT
MANUFACTURER.

2. STATIC PRESSURE SENSOR MOUNTED BELOW
CEILING.

3. STATIC PRESSURE SENSOR MOUNTED IN JOIST
SPACE.

4

5

. ROUTE REFRIGERANT PIPING BELOW GRADE TO
THIS POINT AND CONNECT TO EQUIPMENT.

. PROVIDE 2" DEEP WELDED GALVANIZED PAN
WITH 3/4” INSULATED COPPER DRAIN TO MOP.
SINK. PROVIDE 3/4" INSULATED COPPER DRAIN
FROM UNIT TO MOP SINK.
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e R ° o | ~EcS PLAZA AT EAST WHARF
| 9211 LAKE HEFNER PARKWAY, SUITE 300
‘ OKLAHOMA CITY, OKLAHOMA 73120
P:405.942.7337 F:405.948.1261
Mechanical Engineer
050 Engineering Company
: § , ! 228 Robert S. Kerr Ave, Suite 515
e z Oklahoma City, OK 73102
1 "9 P: 405.236.2030 F: 405.239.6101
N4 N/ Electrical Engineer
Horner Associates Engineers, Inc.
1306 Commerce Drive
Norman, OK 73071
P: 405.801.2528 F: 405.801.2529
Civil Engineer
MacArthur Associated Consultants
3033 NW 63rd St., Ste. 250E
Oklahoma City, OK 73120
P: 405.848.2471 F: 405.848.2474
Structural Engineer
Zahl-Ford, inc.
o a N 8411 S. Walker
o - C Oklahoma City, OK 73139
P: 405.634.3393 F: 405.634.6414
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